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CONCRETE ANCHOR
FOR 8”7, 8", 10", & 12" CAST AND
DUCTILE IRON AND PWC PIPES
NOTES:
1. fc = 4000 PSI @ 28 DAYS.
2. ALL REINFORCING STEEL TO BE ASTM A—B15 GRADE 60.
3. CARRY ALL BEARING SURFACES TO FIRM SUBGRADE. PLACE CONCRETE
ANCHOR AGAINST DOWNGRADE SIDE OF BELL.
4. UTILIZE A LAYER OF ROOFING PAPER BETWEEN PIPE AND CONCRETE.
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